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			OWNER’S GUIDE R-102 RESTAURANT FIRE SUPPRESSION …

			www.ansul.com
			The fire suppression system agent is non-toxic; however, food product and cooking grease/oil that has come in contact with the agent will no longer be suitable for human consumption and should be discarded. 2. Sponge as much of the agent as possible using sponges or clean rags. Dispose of these sponges or rags in a local
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			Data/ FM-200 Specification Sheet - PYRO-CHEM

			www.pyrochem.com
			The FM-200 Fire Suppression System is an engineered system utilizing a fixed nozzle agent distribution network.The system is designed and installed in accordance with the National Fire Protection Association (NFPA) Standard 2001, “Clean Agent Fire Extinguishing Systems.” When properly designed, the FM-200 system will suppress surface ...
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			R-102 Restaurant Fire Suppression Systems - Ansul

			www.ansul.com
			System Description The restaurant fire suppression system is a pre-engineered, wet chemical, cartridge-operated, regulated pressure type with a fixed nozzle agent distribution network. It is listed with Underwriters Laboratories (UL/ULC). 004212 The system is capable of automatic detection and actuation as well as remote manual actuation.
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			Fire and Life Safety Guidelines for Schools

			esa.dc.gov
			a 1-hour fire resistant rating and/or is protected by an automatic fire suppression system that has an access door leading directly to the outside without an entrance ... must be installed in all kitchens and must be compatible with the automatic suppression system agent used in the hood suppression system. ...
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			Kidde Fire Systems ADS with 3M Novec 1230 Fire Protection …

			www.kidde-fenwal.com
			Clean Agent Extinguishing System Units, and other parameters established jointly by UL and FM. The Kidde ADS system uses a unique method for propel-ling the 3M™ Novec™ 1230 Fire Protection Fluid (Herein referred to as agent) from the storage cylinder, through the piping system and out of the discharge nozzles. Nitro-
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			The Future of Aqueous Film Forming Foam (AFFF): …

			www.nist.gov
			property that can be expected to impact the performance of an AFFF formulation in a fire suppression test. Foam spread can be modeled as two interacting fluids (similar to oil spreading on water), but since foam is not an ideal fluid, this approach cannot accurately determine spreading for this non-Newtonian system.

			   System, Fire, Foam, Forming, Film, Suppression, Fire suppression, Aqueous, Aqueous film forming foam

		

	


                
                
	
				
					

		
			FIRE SAFETY REQUIREMENTS FOR CHEMICAL/HAZMAT …

			www.scdf.gov.sg
			DECAMS system K3 Automatic fire suppression system Automatic sprinkler (CP52) with DECAMS system K4 Automatic extinguishing system (foam system) Automatic foam sprinkler with DECAMS system Note: (i) Refer to Table 1 for hazard grade classification; (ii) The required fire protection system is only restricted to the chemical/hazmat warehouse fire ...
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			HOUSTON FIRE DEPARTMENT LIFE SAFETY BUREAU (LSB)

			www.houstontx.gov
			Specially designed equipment, which either alone or as a system, provided to assist in the extinguishment of fire, and to limit the spread of fire and smoke, either by automatic, semi-automatic or manual means. This includes, but is not limited to: portable fire extinguishers; fire hoses; fire pumps; wet and dry standpipe systems; automatic
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			Fire Safety Maintenance Requirements - Calgary

			www.calgary.ca
			authorized agent shall be responsible for carrying out the provisions of this Code. NFC(AE) Div. C 2.2.1.1.(1) Shutdown of Fire Alarm Systems If a fire alarm and detection system, or part thereof, is inoperative for more than 2 hours for any reason, the owner shall notify the fire department via 311, and when directed,
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